EMSL Order: 2018033715

Site: PHHS/Home Economic DI2ZUFA

EMSL Analytical, Inc. Customer(D: WHIT53
200 Route 130 North, Cinnasninson, NJ 08077 CustomerPO:
Phone/Fan (656) 303-2500 / (B56) 7B6-5974
- : cinnamingonleedieb@amsl.com ProjectiDs ]
(At Kevin Lovely Phone: (732) 390-5858 )
: Whitman Companies, inc. Fax; e
7 Pleasant Hill Rd Receivedz 03/30/16 9:00 AM
Cranbury, NJ 08512 Collecied: 20/2016
|_Projact: Parsippany BOE # 071024 y
Test Report: Lead in Water by Furnace AAS (EPA 200.9)
Lead
Client Sample Descriptian Lab ID Collected  Analyzed Concentradon
1 201603375-0001 3/29/12016  4/7/2016 100 ppb
Sile: PHHS/Basement/Boller Rm/Utility Valve by Tank/1
2 201603375-0002 3/29/2018  4/6/2016 <3.0 ppb
Slte: PHHS/Basement/Boiler Rm/Utilily Valve by Tank/1
3 201603375-0003 3/29/2M6  4/6/2016 <3.0 ppb
Site: PHHS/Kitchen/Food Prep/UF/Right 8102/1
4 201603375-0004 3/29/2016 4/6/2016 4.1 ppb
Site: PHHS/Kitchen/Food Prep/UF/Left Side/1
5 201603375-0005 3/29/2016  4/6/2016 <3.0 ppb
Site: PHHS/Cafeteria/WC/Left/
6 201603375-0006 3/28/20168  4/6/12016 3.6 ppb
Site: PHHS/Cafetaria/WC/Right/1
7 201603375-0007 32812016  A/6/2016 5.4 ppb
Site: PHHS/Hall by Storage Rm/WC/Left/1
8 201603375-0008 3/29/2016  4/6/2016 3.7 ppb
Site: PHHS/Hall by Storage Rm/WC/Right/1
9 201603375-0009 3/29/2016  4/6/2016 5.4 ppb
She: PHHS/Glrls Locker Rm/WCH
10 201603375-0010 3/29/12016  4/6/2016 <30 ppb
Site: PHHS/Boys Lockar Rm/MWC/1
1" 201603375-0011 3/29/2016  4/6/2018 <3.0 pph
Site: PHHS/D Wing/MHall Betwsen Custodial Rm 8,Boys
Rm/WC/Left/1
12 201603375-0012 3/29/2016  416/2016 <3.0 ppb
Site: PHHS/D Wing/Hall Between Cuslodial Rm 8,80ys
Rm/WC/Right/1
13 201603375-0013 3/29/2018  4/6/2016 <3.0 ppb
Slte: PHHS/E Wing/Hall by Custodial Closet\WCH
14 201603375-0014 3120/2016  4/6/2018 5.0 ppb

Soets.

Phlliip Warby, Lead Laboratory Manager
or other approved signatory

Tho test resutts contained within (h:s report mast the requirements of NELAC unless olherw:se ncled. This repor relates crly bo ihose ilems testeo. Samplay recaivad in goad condlfion urikess otherwse - _‘\'n

noled. Quatity Control Dala associated with this samale set Is within sccepiale Imils. uniass oinerwise noled. *<° (Iess than| rasull signifies thal Ihe anglyle was nol detecied st or above the rpoeriing limiL

Samples anslyzed by EMSL Analytical, Inc. Cinnaminson. NJ MJ-NELAP 03036

" Inltial report from 04/07/2018 12:25:00

Test Report ChmSnglePm/nQC-7.32 3 Printed: 4/7/2016 12:25:00 PM
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EMSL Analytical, Inc,

EMSL Order 201603375

CustomeriD: WHITS3
200 Route 130 North, Cinnaminson, NJ 08077 c PO
Phone/Fax.  (856) 303-2500 / (856) 786-5974 LS
y |0 veww EMSL com cinmaminsopieadiab@emsl.com ProjectiD
Atin’ Kevin Lovely Phone: {732) 380-5858
Whitman Companies, Inc. ';a"' - Sﬁu}aﬁ?ﬁim
7 Pleasant Hill Rd ecelved:
a Collected: 3/29/2016

Cranbury, NJ 08512

|_Project

Parsippany BOE # 071024

Test Report: Lead in Water by Furnace AAS (EPA 200.9)

-

Lead
Client Sampte Description Lab 1D Collected  Analyzed Concentration
15 201603375-0015 3292016 41612016 <3.0 ppb
Site: PHHS/Hall by D3Z/WCH
16 207603375-0016 3/28/2016  4/6/2016 <30 ppb
Site: PHHS/Hall /2nd Floor Across D74 & D73/WCTLelt/1
17 201603375-0017 3/28/2016  4/6/12016 <30 ppb
Slte: PHHS/Hall /2nd Floor Across D74 & D73/WC/Right/1
18 201603375-0018 3/29/2016  4/6/2018 <3.0 ppb
Site: PHHS/Hall /2nd Floor /Between Custodial Closel & Boys
Rm/WC/Lefi/1
19 201603375-0019 3/29/2016  4/6/2016 <3.0 ppb
Site: PHHS/Hall /2nd Floor /Between Cuslodiat Closet & Boys
Rm/WC/Right/t
20 201603375-0020 3/29/2016  4/6/2016 <30 ppb

Site: PHHSNurse Oflice/UFN

asl.

Phillip Werby, Lead Laboratery Manager

or other approved signalory

(e test resuits contained within his repost mest the reguirerents of NCLAC unless othervdse noted This report relates orly 12 thoac iloms tﬁstears'aﬁu:-lgs' tocewed kn gacd cendibon unless olherwise
rcted. Guality Control Data associaled weith this samphs selis within acceptable lioily, uitless Clhwiwise =oted ™<" [less than) rosull gigrifics that tho ana'yie was nod dotdelod at or above the repuiling linsl.

I, In¢. Cinr . NJ H-NCLAP 03026

Y

by EMSL A

¥

f Initial report from G4/07/2016 12.25 00

Test Raport ChmSnglePrm/nQC-7.32.3 Prinled: 4/7/2016 12 25 00 PM
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EMSL Ana‘yﬂcal inc EMSL Crder: 201603377
) .

200 Route 130 North, Cinnaminson, NJ 08077 g"s"’me‘g’o_ WHITS3
PhonefFax (856} 303-2500/ (856) 786.5974 ustomer
& Dtte Ao EMSL.cOM cinnaminsonieadiab@emsleom ProjectiD.
—
Altn Kevin Lovely Phone: {732) 390-5858
Whitman Companies, Inc. sy (732) 380-9496
7 Pleasant Hill Rd Received: 03/31/16 8-00 AM
r
Eastlake
\_Project. Parsippany BUIE #70102417 / : Elemantary School EBA Road, Parsippany, NY

Test Report: Lead in Water by Furnace AAS (EPA 200.9)

Lead

Cliene Sample Descriprion Lab 1D Collected  Analyzed Concentration

1 2016033770601 3012016  4/15/2016 8.4 ppb
Site: EES / On Back of Boller Rm Slop Sink / UF /1

2 2016033770062 02016 4/15/2016 49 ppb
Site: EES / Hall 1o Gym / WC / Left/ 1

3 2016033770003 330/2016  4/15/2016 22 ppb
Site: EES / Hall to Gym / WC / Right / 1

4 201603377-0004 313012016  4/15/2016 45 ppb
Site' EES / Classroom #1 fWC /1

5 2071603377-0005 3/30/2016  4/15/2016 51 ppb
Site: EES / Classroom #2 fWC /1

6 201603377-0006 373012016  4115/2016 12 ppb
Site. EES / Classroom #24 {WC /1

7 201603377-0007 ¥30/2016  4/15/2016 18 ppb
Site: EES / Hall Between Girls & Boys Rm /W / Left /1

8 201603377-0008 3130/12016  4{15/2016 40 ppb
Site: EES / Hall Between Girls & Boys Rm / WC / Right /1

9 201603377-0009 373012016  4/15/2016 <30 ppb
Site: EES / Classroom #3 /WC 7 1

10 201603377-0010 33012016  4/15/2016 <30 ppb
Site: EES / Classroom #4 fWC 1 1

11 2016033770011 302016 47152016 16 ppb
Site: EES / Classroom 85/ WC / 1

12 201603377-0012 33012018 4/15/2016 4.0 ppb
Sita: EES / Classroom #12 fWC /1

13 2016033770013 3/30/2016  4/15/2016 6.7 ppb
Site. EES / Classroom #11/WC /1

14 201603377-0014 313012016  4/15/2016 3.6 ppb
Sile. EES / Classroom #25 /WC /1

15 2016033770015 31302016  4/15/2016 <30 ppb
Site’ EES / Hall Across Classroom #23 /WC / Left /1

Al
Sl
Phittip Worby, Lead Laboratory Manager
or other approved signatory

‘The test resulis contalned within this report meat the roquifements of HELAC unless otherwise noted This repoit iglalus only 1o those ilems tested Samples recoived in good condiion uigss olherwise
ne:tod Cuality Controf Data associalod with this sample Setis within acceplable limits, untess olnerwise nolad. ~<™ (fo53 than) resudt signifles that tho oralyle was not delected ol or above (N roporting bt

Samples andiyzed by EMSL Analytical, ng Cinnamingon. M1 NJ-NELAP 03026

Unitial report from 04/16/2016 14-25.54 )

Test Report ChmSnglePrm/nQC-7.32.3  Printed: 4/16/2016 2 25 54 PM Pags 10f2



EMSL Analytical, Inc. EMSL Order 201603377
CuslomeriD WHITS3
200 Route 130 Norih, Cinnaminson, NJ 08077 CuslomerPO
Phone/fox:  (856) 303-2500 / {B56) 756.5074
bl e EMSI com sincaminsenivadab@emsl.con ProjectlD:
[ A Kevin Love ly Phone. (732) 380-5858
Whitman Companies, Inc. Fex. LR
7 Pleasant Hill Rd Received: 03/3116 9:00 AM
Cranbury, NJ 08512 Collected. 3012016
Eastlake
\_Projecl. Parsippany BUIE #70102417 Elementary School EBA Road, Parsippany, NY
Test Report: Lead in Water by Furnace AAS (EPA 200.9)
Lead
Client Sample Description Lab IV Collected Analyzed Concentration
16 201603377-0016 A30/2016  4/15/2016 36 ppb
Site: EES / Hall Across Classroom #23 /WC / Right / 1
17 2016033770017 3/30/2016  4/15/2016 <3.0 ppb
Site' EES / Classroom #23 /WC /1
18 2016033770018 N30/2016  4/16/2016 270 ppb
She: EES / Clagsroom #14  WC /1
19 201603377-0019 3/30/2016  4/15/2016 54 ppb
Site' EES / Classroom #23/WC /1
20 201603377-0020 H3DI2016  4/15/2016 4.5 ppb
Site: EES / Classroom #15/WC /1
29 201603377-0021 3/30/2016  4116/2016 <30 ppb
Sile: EES / Classroom #21/WC 7 {
22 201603377.0022 3/30/2016  4/16/2016 268 ppb
Sile: EES / Classroom #16 / Kindrgarden / WC 11
23 207603377-0023 3730/2016  4/16/2016 14 ppb
Site: EES / Classroom #17 / Kindergarden f WC / 1
24 207603377-0024 A3H2016  4/16/2016 40 ppb
Site: EES / Classroom #10 / Kindergarden f WC /1
25 2071603377-0025 3/30/2016  4116/2016 5.2 pph
Site: EES / Classroom #9 / Kindergarden /WC /1
26 201603377-0026 3/130/2016  4/16/2016 <30 ppb
Site EES / Classroom #19 / Prescheol / WC / 1
27 201603377-0027 3130/2016 411612016 36 ppb
Site: EES / Classroom #6 /WC /1
28 2(1603377-0028 313012016 4/16/2016 8.2 ppb
Site EES / Classroom #7 /WC /1
29 201603377-0029 3302016 411672016 24 ppb
Sile. EES / Classroom #8 /WC / §
30 2016033770030 313012016  4/16/2016 13 ppb
SHe: EES f Classroom #18 / Preschool / WC 1 1
qg:amé/z-
Phitiip Worby, Lead Laboratory Manager
or other approved signalory
The test esults containgd within this repor meel the requitenants of NELAC unless olhonwiso noted. This report delales anly 10 thgse ilems Lestod. Samp! d in good condibcn unless vileiwise

nolec. Quakty Cortrel Oata 0ssoc:aled wilh this Samp:e et is within acceptablo imils. unless oinerwise noted. "<™ (1953 than rasult signif.as that tho aralyiv was not delected af or 3bove *ha ropering imit.
Sarplus analyzed by EMSL Anahytical Inc Clnnaminson. NJ NJ-NFI AP Q3C36

[ Initial report from 04/16/2016 1425:54

)

Tesl Report ChmSnglePrm/nQC-7.32.3 Printed: 4/16/2016 2:25 54 PM

Page 2 of 2




EMSL Analytical, Inc.

200 Route 130 Narth, Cinnaminson, NJ 08077
Phone/Fax:  (BS6) 303-2500 / (856) 786-5074

~ it ffwwyy EMBL com Sineaminsoniendiabgpersl com

Ain: Kevin Lovely
Whitman Companies, Inc.
7 Pleasant Hill Rd
Cranbury, NJ 08512

. Project;  Parsippany BOE

Phone
Fax

Received:
Collected:

EMSL Order: 201603204
CustomeriD: WHIT53
CustomerPO:
Project|D:
. —_
(732) 300.5858 )
{732) 390-9496
03/25/16 9:00 AM
31242016
-

Test Report: Lead in Water by Furnace AAS (EPA 200.9)

Leud

Client Sample Description Lab ID Coliected  Analyzed Concentration

1 201603204-0001 312412016 3/31/2016 66 ppb
Site, CMS/Basement/Water Pump Rm/UF/1

2 201603204-0002 3/24/2016  4/4/2018 35 ppb
Site: CMS/300 Wing/WC by 305/Hall/{

3 201603204-0003 3/24/2016  4/4/2016 6.9 ppb
Site: CMS/300 Wing/WC by 301/Hall2/

4 201603204-0004 3/24/12016 4142016 59 ppb
Site: CMS/200 Wing/WC by 201/Hall/{

5 201603204-0005 3/24/2016  4/4/2016 <3.0 ppd
Site: CMS/Back Lobby by New Gym/MWCiLefi/

[ 201603204-0006 /2412016  4/412016 <3.0 ppb
Site: CMS/Back Lobby by New Gym/WC/Right/1

7 201603204-0007 32412016  4/4/2016 <3.0 ppb
Site. CMS/New Boys Locker Rm/WC/1

8 201603204-0008 A24/2016  4/412016 <3.0 ppb
Site: CMS/Caleteria/WC/1t

9 201603204-0009 312412016  4/4/2016 <30 ppb
Sile: CMS/Kitchen/Food Prep/UFA

10 201603204-0010 3/12412016  4/412016 <30 ppb
Site: CMS/New Girls Locker Rm/BF/1

" 201603204-0011 3124/2016  4/4/2016 1.4 ppb
Site: CMS/New Boys Locker Rm/8F/1

12 201603204-0012 312412016 44412016 <30 ppb
Site: CMS/WC by Custodian Office/Hallf1

13 201603204-0013 312412016  4/4]2016 35 ppb
Site: CMS/WC by Classroom 416/Hall2rt

14 201603204-0014 324/12016  4/4/2016 3.0 ppb
Site CMS/WC by Old Gym 8 Bath/Hall 31

15 201603204-0015 32472016 4/4/2016 38 ppb
Site CMS/OM Girls Locker Rm/WC/H

e il
*g”/ A
Phillip Worby, Lead Laboratery Manager

or other approved signalory

Tho 1081 rosaits c2mtained within thus repod reet the requiremants of NELAL uniess olherwise nuled. Tris reann relates only io those items fested Samples seccived in good condiiion unless olhimise

noted. Qualdy Conttol Daty assotraled wih Ih 5 SAMG!e Sof IS withur acceplable ilmils, wnlacs olhamviso nofod, "<® { 0ts Inan) resudt signifies tNat the analyle was Not doleciec a1 or above tha reparting mit.

Samptes anatyred by EMSL Analytcal, Inc. Cinnaminscn. NJ NJ-NCLAP 03036

\ =
initial report from 04711/2016 20.55 24
e ———

Test Report ChmSnglePrm/inQC-7.32.3 Printed: 4/11/2016 8.55:24 PM

)

Page 10f2



201603204 |

EMSL Analytical, Inc. CustomerID: WHIT53
200 Route 130 North, Cinnaminson, NJ 08077 CustomerPO:
Phone/Fax: {856) 303-2560 / [658) TE6-5974
& ' , gnnaminsonlendiab@oms).com ProjectiD |
N ——en e e ————
(At Kevin Lovely Phane. (732) 390-5858 ]
Whitman Companies, Inc. L (732) 390-9406 :
7 Pleasant Hill Rd g:fe:":_ gfz’if:j;‘j: 00AM =
Cranbury, NJ 08512 eced
\_Project Parsippany BOE TR _ : i
Test Report: Lead in Water by Furnace AAS (EPA 200.9)
Lead
Client Sample Description Lab ID Collected  Anmalyzed Concentration
16 201603204-0016 312412016  4/412016 5.0 ppb
Site CMS/Old Boys Locker Rm/WC/1
17 201603204-0017 2/24/2016  4/412016 3.0 ppb
Slte: CMSMC by Oid Gym 8 Faculty Rm/Hall/1
18 201603204-0018 3/24/2016  AJA/2016 <3.0 ppb
Site: CMS/600 Wing by 605/WCTHall
19 201603204-0019 3/24/2016  4/4/2016 <3.0 ppb
Site: CMS/600 Wing by 612/WC/Hali21
20 201603204-0020 3/24/2016 47412016 <3.0 ppb

Site- CMSiNurse Office 404/UF/1

Phillip Worby, Lead Laboratory Manager
or other approved signatory

Fha les] reswits conlalned wiihin this report mes! tha sequicerments of RELAC unless otherwise noled. This reporl relates mly-ln those lemrs tesied Samples rocaivod in geod condlion uniaas othpmwise M
notad. Quality Control Data associated wilh iis sample sel is willin acceptoble limits, un'ess oiherwsse noted, *<* (tes than) resull signifes Uit the analyte was not deleciod alor absve the reposting fimit.

Samplas analyzed by EMSL Analytizal, Ing. Cinnarmnacn, M NJ-NELAP 03036

% S S S

A
" Initial report from 04/11/2018 20-55.24 ' ' - j
| ——

Test Report ChmSnglePrm/nQC-7 32.3 Printed: 4/11/2016 8'55:24 PM Page 2 of 2



. EMSL Order: 201603339
EMSL Analytical, Inc. ComtomerlD WHIT
200 Route 130 North, Cinnaminson, NJ 68077 CustomerPO:
Phona/Fax: (856} 3032500 / (856) 78G-5974
o bitp: e EMSIcom inn for ProjectiD
. -
" am Kovin Lovely Phane: (732) 390-5058 )
Whitman Companies, Inc. LB i
7 Pleasant Hill Rd Recawed: 03!28/1:3 7.30PM
Cranbury, NJ 08512 Collected: 3426/2016
\_Project:  ©71024T / Parsippany BOE e g g =~ )
Test Report: Lead in Water by Furnace AAS (EPA 200.9)
Lead
Client Sample Description Lab ID Collected  Analyted Concentration
1 201603339-0001 32812016 471372016 200 ppb
Sile: PHS / Boiler Room / VF by Tang / 1
2 201603339-0002 3/28/2016  4713/2016 <3.0 ppb
Site. PHS / Hall By Main Office / Hall / WC /
3 201603339-0003 3/28/2016  4/13/2016 <3.0 ppb
Site PHS / Kitchen / Food Prep / VF /1
4 201603339-0004 3/28/2016  4/13/2016 11 ppb
Site. PHS / Teacher's Cafe / VF /
5 201603339-0005 3/28/2016 4/13/2016 <30 ppb
Sile: PHS / 300 Wing / Hall / VF /1
6 201603339-0006 3/268/2016  4/13/2016 a3 ppb
Site: PHS / 200 Wing by 206 / Halt / VF / 1
7 201603339-0007 3/28/2016  4/13/2016 <30 ppb
Site: PHS / Home Economics 205/ VF / 1
8 201603339-0008 3/28/2016  4/13/2016 6.2 ppb
Slte: PHS / Main Halt by 400 Wing / Hall / WC / 1
9 201603339-0009 3/268/2016 4713720116 51 ppb
Site: PHS / 400 Wing by 406 / Hall / WC / 1
10 201603339-0010 32812016  4/13/2016 52 ppb
Site. PHS / 500 Wing by 506 / Hall /WG /1
1 201603339-0011 3/28/2016  4/13/2016 6.5 pph
Site. PHS f 500 Wing by 510/ Hall 2/ WC / 1
i2 207603339-0012 3/28/2016  4/13/2016 4.4 ppb
Site. PHS / Gym Hall Between Doors / Hall f WC 7 1
13 201603339-0013 3/28/2016 4/13/2016 37 ppb
Site. PHS / Gym Hall Across From Training Room / Hall 2 /WG /1
14 201603339-0014 312812016 4/13/2018 4.4 ppb
Slie: PHS / 700 Wing By Girls Bathroom / Hall f WC / 4
15 201603339-0015 3/268/2016 411312016 <3.0 ppb

Site: PHS / 700 Wing By 703 /Hall 2 / WC / 1

( The test rosul!s conlainea within 1his repoft meet e requirements of NiZLAC unless othensise nmu 'I"IIs 18p0H relales only to those ileTs tested, Sampl n good condilon uniess ol o
noled. Quality Conitol Data asszcaied win this sample sal is within accedtatie imuls, unless clrerwse nuled. °<* {less than) res.sit sign.hos thal tho anaiyte was nol delected a1 or atova he reportng limkl.

! Samples anplyzed by EMSL Anulylical, inc. Clenaminson, NJ NSMNELAP 02736
]
H
1

7
Ntk

Phillip Worby, Lead Laboratory Manager
or olher approved signatory

ﬁiﬁ"éf report lrom 04/13/2016 17:08:07

Test Reporl ChmSnglePm/nQC-7.32.3 Prinled; 4/13/2016 5:08 07 PM

G

Page 10f 2



. EMSL Order: 201603239
EMSL Analytical, Inc. CustomerlD. WHITS3
200 Route 130 North, Cinnaminsan, NJ 08077 CustomerPQ
PhonefFax:  (856) 203-2500 / (656) TBE-5974 us
S hitp fhwvew EMS), com ginnomi ab@erms) com ProjectlD,
- e S
Atin: Kavin Lovely Phone: {732) 390-5858
Whitman Companies, Inc. ; 5y ; :E:;ﬁ?f:ﬁm
7 Pleasant Hill Rd Coreores 20%
Cranbury, NJ 08512 '
L__F_*rojectt 0710247 / Parsippany BOE i T »,
Test Report: Lead in Water by Furnace AAS (EPA 200.9)
Lead
Clicnt Sample Description Lab ID Coflected  Analyzed Concentration
16 201603339-0016 3/28/2016 41372016 8.3 ppb
Site: PHS / 600 Wing By Men's Room / Hall f WC / 1
17 201603339-0017 3/28/2016 411312016 72 ppb
Site. PHS / 600 Wing By 805/ Hall 2 /f WC i 1
18 201603339-0018 3/28/2016 41312016 46 ppb
Site’ PHS / Heatth Office / Nurse Room / VF A1
19 201603339-0014 28/2016 4132016 <30 ppb
Site: PHS / Cafeteria #1 / WC /1
20 201603339-0020 32812016  4/13/2016 4.7 ppb
Sile: PHS [/ Kitchen / VF #2 / Right Side /1
2.
rily
Phillip Worby, Lead Laboralory Manager
or other approved signatory
1" The test wsuks contalng whtn ihis 18001t mgel ine requiraments of NELAG unless omenise notad. This repon relalos only 16 thase ilems loslad, Sampl wedin uiless otvarise

noled. Quaity Contral Data essocialed with this samele sol is wittin acceplablo linvis, uriess otherwse noled, *<° {less than) rosult

Samnples wnalyzed by EMSL Analylical, In¢ Cinmamanson, NJ NJ.NELAP 03035

.

| tnitial report from 04/13/2016 17 08 07
\

sigfips that the analyic was not dotected at of above the reposting himit,

—_—
S )

Test Report ChmSnglePrm/mQC-7.32.3 Printed: 4/13/2016 5.08:07 PM

Page 2 of 2




